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SUMMARY ROOFING EXTERIOR STRUCTURE | ELECTRICAL HEATING COOLING INSULATION PLUMBING INTERIOR

DESCRIPTION

Fuel: « Gas

System type: « Furnace

Heat distribution: - Ducts and reqisters

Approximate capacity: « 150,000 BTU/hr « 120,000 BTU/hr

Efficiency: « Conventional « Mid-efficiency

Approximate age: - 10 years « 30 years

Failure probability: - High
Main fuel shut off at: - Meter

Fireplace: - Wood fireplace

Chimney:
» Metal

Chimney liner: - Not visib

LIMITATIONS

Fireplace/wood stove: - Quality of chimney draw cannot be determined « Connection to chimney not inspected

Heat exchanger: - Not visible « Not accessible
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